SHEET NOTES:
q 1. FOR LOCATION OF (E) PANELS, SEE DWG. E1.1.
@ 1475 @ q? 2. COORDINATE ALL P/A SYSTEM, TEL./COMM. SYSTEMS
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RELATED WORK WITH LBNL. CABLES, SPEAKERS, AND
PUBLI
ADDRESS AND TEL/COMM. SYSTEMS SHALL BE DONE BY OTHERS (LBNL).
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3 OOORDINATE FIRE ALARM SYSTEM RELATED WORK WITH LBNL.
IDE CONDUIT AND WRING. TERMINATIONS AND CONNECTIONS TO

] MAIN FACP SHALL BE DONE BY OTHERS (LBNL).
L\L 4. UNLESS NOTED OTHERWISE, TEL./COMM. OUTLET BOX SHALL BE
MOUNTED AT 1°-3" AF.F. AND WALL MOUNTED SPEAKERS SHALL BE
MOUNTED AT 10'-0" AF.F.
5. PROVIDE NYLON PULL STRING IN ALL EMPTY CONDUITS (C.0.).

1
3" C.0. TO TELE. ROOM 194,
o ey 6. SEAL AND FLASH ALL PENETRATIONS IN EXTERIOR WALLS. SEE DWG.
X || EXTERIOR WALL WHERE SUITABLE. - A D A 2

KEY NOTES:
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TO ‘EBEFATC VIA(;E& FA JUNCTION BOX LOCATED IN ROOM 140
SLACK IN THE FA BOX FOR FINAL
TERMINATION & CONNECTION BY OTHERS ( LBNL).

OFFICE NEW TEL/COMM PULLBOX, 18°L x 12"W x 6°D, MOUNTED AT &'—0"
p |[1%e0] AFF.

\ 1°C.0-

19'—1"

ROUTE CONDUIT TO NEW TEL/COMM. PULLBOX.
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@ TEL./COMM. OUTLET BOX MOUNTED AT 3'-6" AFF.
&
&

DUCT SMOKE DETECTOR (DSD) IS FURNISHED AND INSTALLED
BY MECHANICAL CONTRACTOR. THE DSD IS LOCATED ON THE
MEZZANINE LEVEL. SEE DWG M2.2 FOR EXACT LOCATION.

@ TO (N) TELEPHONE PULLBOX LOCATED IN SOUTHEAST CORNER OF B64.
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@ P/A, TEL./COMM. & FIRE ALARM
SCALE:
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